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SECTION K—-K
SCALE 1 : 5
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TO HOUSE UP TO 3 SINGLE PHASE
KILOWATT HOUR METERS:

* METER MOUNTING ON BASE PLATE

* SURFACE OR SEMI-FLUSH INSTALLATION

* AVAILABLE WITH METER READING WINDOW OR BLANK
* SQUARE OR TRIANGULAR SECURING SCREW

* FACILITY FOR CIRCUIT BREAKER MOUNTING

* OPTIONAL CIRCUIT BREAKER RESET ROD FACILITY
* POLE MOUNT BRACKETS AVAILABLE

* | P 54

* MATERIAL — POLYESTER (DMC)

NOTES:

ELECTRICITY CONTROL BOARD

ELECTRICITY CONTROL BOARD
Box 2923 Tel: (061) 374300
Windhoek Fax: (061) 374305
NAMIBIA

DRAWING TITLE

LOW VOLTAGE DISTRIBUTION:
TYPICAL METER BOXES DMB-3 FOR 3
SINGLE PHASE KILOWATT HOUR METERS
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