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DESCRIPTION

REMARKS

DISTRIBUTION KIOSK

SEE _DRAWING NO STD-LVABC—20

SUPPLY TO ABC LINE

SIZE AS SPECIFIED

RECORDING OR OTHERWISE, WITHOUT THE PERMISSION IN KIOSK EARTH CONDUCTOR 8m BARE Cu CONDUCTOR 70mn?
WRITING FROM EMCON. EARTH_SPIKE 4 1.2m_LONG, 16mmo
KICK_PIPE 3m | _50mm# HDPE
GALVANISED SADDLES 9 | TO SUT CABLE AND KICK PIPE
CABLE T1m | SIZE AS SPECIFIED
CABLE_HOOD 1 | POLE BOX
TERMINATION CRIMPING LUGS 8 | SIZE AS REQUIRED

DISTRIBUTION TRANSFORMER

(=]
Ol
< °/A_\4
A O
o o
10
EARTH SPIKE
- o
(=]
O
N
9m POLE—T EARTH SPIKE EARTH SPIKE
ol
IS -—2000
ol ~— EARTH CONDUCTOR
Ol
b
THREE POINT STAR
_ EARTHING ARRANGEMENT
g g
NATURAL GROUND LEVEL
o
3 g 2 ﬁ TO ABC LV LINE
o b T, (N SLEEVE)
¢ —
® 5 -G
o
o
LL o
_ MV EARTH
ELECTRODE
_ - (TRANSFORMER)
_ 1000 _ 5000

TRANSFORMER EARTH CONDUCTOR

ALREADY INSTALLED (INSULATED)

SIGN_BOARD

SEE DRAWING STD-LVABC—26

POLE CAP

DANGER PLATE

NOTES:

1. TRANSFORMER MV EARTH TO BE SEPARATE FROM KIOSK EARTH.
2. LV SURGE ARRESTOR FROM LV NEUTRAL TO MV EARTH.

ELECTRICITY CONTROL BOARD

ELECTRICITY CONTROL BOARD
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